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PLUMBING DEMOLITION KEY NOTES:
1

2

3

4

REMOVE EXISTING FLOOR DRAIN. REMOVE EXISTING SANITARY, AND VENT PIPING
ASSOCIATED WITH THIS FIXTURE. REMOVE PIPING BACK TO MAINS AND CAP.

5

6

REMOVE EXISTING COLD WATER, SANITARY, AND VENT PIPING
ASSOCIATED WITH THIS FIXTURE. REMOVE PIPING BACK TO MAINS AND CAP.

7

8

9

10

REMOVE EXISTING DOMESTIC HOT WATER PIPING.

REMOVE EXISTING DOMESTIC COLD WATER PIPING.

REMOVE EXISTING VENT PIPING ABOVE THIS CEILING.

REMOVE EXISTING ELECTRIC WATER COOLER, AND FIXTURE SUPPORT.

REMOVE EXISTING SANITARY PIPING BELOW EXISTING FLOOR.

REMOVE EXISTING WATER CLOSET, FLUSH VALVE, AND FIXTURE SUPPORT.
REMOVE EXISTING COLD WATER, SANITARY, AND VENT PIPING ASSOCIATED
WITH THIS FIXTURE. REMOVE PIPING BACK TO MAINS AND CAP.

REMOVE EXISTING LAVATORY, FAUCET, AND FIXTURE SUPPORT. REMOVE
EXISTING HOT/COLD WATER, SANITARY, AND VENT PIPING ASSOCIATED
WITH THIS FIXTURE. REMOVE PIPING BACK TO MAINS AND CAP.

2" V. UP-XR

6

7

4

4" V. UP-XR

2" V. UP TO ATTIC

5

1

1

1

1

2" W DN.

1

7

7

14

4

4

1

1

6

REMOVE EXISTING URINAL, FLUSH VALVE, AND FIXTURE SUPPORT.
REMOVE EXISTING COLD WATER, SANITARY, AND VENT PIPING ASSOCIATED
WITH THIS FIXTURE. REMOVE PIPING BACK TO MAINS AND CAP.

9

10

4

4

REMOVE EXISTING SINK, FAUCET, AND FIXTURE SUPPORT. REMOVE
EXISTING HOT/COLD WATER, SANITARY, AND VENT PIPING ASSOCIATED
WITH THIS FIXTURE. REMOVE PIPING BACK TO MAINS AND CAP.

10

10

7 7 7 7

7

7

1

4" SAN DN.-XR
4" V. UP-XR

8

4
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1
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101
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1

1

67

6

7
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2" V.-UP

6 6 6

1

4

4

4

4

4

4

4

4

4

11 REMOVE EXISTING SHOWER. REMOVE EXISTING HOT/COLD WATER,
SANITARY, AND VENT PIPING ASSOCIATED WITH THIS FIXTURE.
REMOVE PIPING BACK TO MAINS AND CAP.

11
11

11

4" V. UP-DM

4

1

4" V. UP
4" SAN DN.-DM

2" V. UP-DM

2

3

1

1/2" HWR
1" HW CAP-DM
2" CW - XR

RISERS
- XR

12 REMOVE SUPPLY PIPING BACK TO RISER IN THIS LOCATION.
REMOVE PIPING BACK TO MAINS AND CAP ABOVE 2ND FLOOR CEILING.

4

12

3" SAN STACK

11

3" SAN STACK DN. - XR

3" V.

13

13 REMOVE BRANCH PIPING BACK TO SAN STACK IN THIS LOCATION.
SANITARY PIPING TO BE CAPPED BELOW THIS FLOOR.

14 VENT PIPING UP INTO ATTIC - XR
BRANCH PIPING TO BE REMOVED ABOVE CEILING BACK TO STACK.

14
UP - XR

2

BELOW
FLOOR

BELOW
FLOOR

2

3

2

3

13

11

2" SAN STACK DN.-XR
2" V STACK. UP-XR

13

14

2

3

1

1

1/2" HWR
1" HW
1" CW

RISERS
- XR

2

1

2" SAN STACK DN.-XR
2" V STACK. UP-XR

13

14

1

4" SAN STACK DN.-XR

2" V STACK. UP-XR

1/2" HWR
1" HW
1" CW

RISERS
- DM

12

1/2" HWR
3/4" HW

CAP 1" CW-DM

RISERS-DM

23

REMOVE EXISTING WASHING MACHINE WALL BOX.  REMOVE EXISTING
REMOVE PIPING BACK TO MAINS AND CAP.

15

2

3" V STACK. UP-XR14

1/2" HWR
3/4" HW

RISERS TO REMAIN

2

3

14

14

14

CAP - 1/2" HWR
CAP - 3/4" HW
CAP - 1" CW

RISERS BELOW FLOOR

4DN.-XR 13

1/2" HWR
1" HW
1" CW

RISERS-XR

4" V. UP-XR

2

3

4

2" SAN STACK DN.-DM
2" V STACK. UP-DM

2

3

2

3

2

3

1/2" HWR
1" HW
2" CW

RISERS
- DM 12

2

2

4
1-1/2" CW

3" SAN STACK

12

16

DN.-XR

CONNECT NEW VENT TO EXISTING VENT BELOW
FLOOR AND ABOVE CEILING TO OFFSET EXISTING RISER INTO
FINISHED CONSTRUCTION. EXISTING PIPING BETWEEN POINTS
OF NEW CONSTRUCTION TO BE DEMOLISHED.

16
16

14 2" V.

3" V.
3" V.

CAP - 1/2" HWR
CAP - 3/4" HW
CAP - 1" CW

RISERS BELOW
FLOOR.

12

1/2" HWR
1-1/2" HW

RISERS TO REMAIN

1-1/2" CW

DN.-XR
13 3" SAN STACK

4

143" V.

142" V.

2" V STACK. UP-XR14

14

4

DN.-XR 13

3" SAN STACK

2" V. UP-DM16

2" V.
14

UP-DM

2" V.
14

UP-DM

CAP - 1/2" HWR
CAP - 3/4" HW
CAP - 1" CW

RISERS BELOW
FLOOR.

2" V. UP-XR

3" SAN STACK13
DN.-XR

4" V. UP-XR

REMOVE ALL
PIPING IN
EXISTING CHASE. CAP
PIPING IN EXISTING 2ND FLOOR CEILING.
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BUILDING 9 -
SECOND FLOOR RENOVATION
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